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Benderson Development Company LLC 
570 Delaware Avenue 
Buffalo, New York 14202 
 
 
RE: Preliminary Geotechnical Engineering Report  
 Proposed Retail Complex and Hotel 
 5220 Camp Road and Commerce Place 
 Hamburg, Erie Co., New York 14075 
  
ATTN: Mr. William Rae  
 
 
Gentlemen: 
 
This report presents the findings of the subsurface investigation program and preliminary geotechnical 

engineering recommendations for the above referenced project.  The geographic orientation of the 

project site is illustrated on the U.S. Geologic Survey (USGS) site location map in Figure No. 1.  The 

project site is detailed in Figure No. 2, which includes: approximate location of six test borings by 

Buffalo Drilling Company, Inc. (BDC); relative ground surface elevations; and additional site details.   
 
EXPLORATION METHODS 

Sampling Method:  An ATV mounted CME 550 drill rig was used to drill test borings to depths ranging 

from about ten to 14 feet below ground surface by using 2-1/4 inch inside diameter (ID), continuous 

flight hollow stem augers.  Soil samples were recovered by driving a standard split-spoon sampler (2-

foot long by 1-3/8 inch inside diameter) 24 inches with a 140-pound hammer falling 30 inches per blow 

(ASTM D1586).  The number of blows from six to 18 inches of penetration is defined as the Standard 

Penetration Test (SPT) N-value.   
 
Classification:  The soil samples were initially logged in the field by the driller, and a portion of each soil 

sample was placed and sealed in a glass jar.  The boring logs, which are included as Appendix A, were 

prepared based upon the field log and a second visual classification of recovered soil samples in the 

laboratory by a geologist.  Classification of soil samples, as noted on the boring logs, is based on the 

Unified Soil Classification System (USCS).  Refer to Appendix B entitled, "Geotechnical Reference 

Standards", for an explanation of the terminology that is used for soil and rock descriptions.  
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Laboratory Testing:  Laboratory soil testing was undertaken on several retrieved samples.  The overall 

laboratory testing program consisted of the following test methods: 

• Liquid Limit, Plastic Limit, and Plasticity Index of Soils ASTM D4318 

• Water (Moisture) Content of Soil ASTM D2216 
 
Summarized results are included in Table No.1 and Appendix C. 
 
SITE AND SUBSURFACE CONDITIONS: 

General:  The northern portion of the project site is addressed as 5220 Camp Road in Hamburg, New 

York, and remaining property is unaddressed and probably zoned agriculture.  Proposed site 

development is expected to include standing retail structures with an approximate total floor area of 

652,823 square feet, and multi-story hotel, and several parking and roadway areas.  The 80 acre site is 

partially occupied with a bus garage and vacant motel/gas station with asphalt paved and stone parking 

areas and roadways occupying the northern portion of the site.  A perennial stream runs along the 

southern boundary of the project site and flows to the northwest.  Topographically, the majority of the 

site is relatively flat with ground surface elevations varying approximately 15 feet.  The overall site 

slopes downward from southeast to northwest.   
 
Subsurface Soil Conditions:  Beneath the asphalt and base course, surficial granular fill, or topsoil, 

subsurface soil conditions generally consist of naturally deposited cohesive soil which mantles 

weathered shale atop competent shale bedrock.   
 
Surficial granular fill was encountered at boring location B-1.  The medium dense fill unit extends to two 

feet below ground surface and consists of fine to coarse grain sand with appreciable amounts of gravel, 

little silt and trace amounts of shale fragments and slag.  Moisture content is noted as moist. 

 

Well graded sand exists beneath the surficial granular fill at boring location B-1. This loose, fine to 

coarse sand is intermixed with appreciable amounts of gravel and lesser amounts of shale and silt. The 

sand layer is approximately two feet thick, and the recovered sample was noted to be moist. 

 
Moderately plastic, naturally deposited cohesive soil was encountered beneath a variable thick topsoil 

layer at boring locations B-2, B-4, B-5, and B-6.  Cohesive soils at boring location B-2, B-4, and B-5 

consist of clay with appreciable amounts of silt intermixed with variable amounts of sand, gravel, and 

shale. Soil consistency generally increases with depth from stiff to hard conditions, with very stiff 

conditions being typical.  Moisture content of retrieved soil was noted to be moist.   
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Slightly plastic, cohesive soil, encountered at boring location B-6, consist of silt with appreciable 

amounts of clay intermixed with variable amounts of sand, gravel, and shale fragments. Soil 

consistency generally increases with depth from stiff to hard conditions.  Moisture content of retrieved 

soil was noted to be moist. 

 

A relatively thick layer of weathered shale intermixed with varying amounts of clay, silt, sand and gravel 

was encountered beneath the naturally deposited topsoil and cohesive units at all boring locations.  The 

weathered shale is generally described as gravel sized and dense to very dense with SPT N-values 

exceeding 50 blows per foot.  For the most part, the upper weathered shale can be dug with a medium 

sized track excavator. 
 
Bedrock Conditions:  Auger refusal was encountered at all boring locations ten to 14 feet below ground 

surface.  Based upon regional geology, bedrock is expected to consist of Angola or Rhinestreet Shale 

from the West Falls Group.   
 

 
Groundwater Conditions:  Groundwater was not encountered during subsurface exploration of the site. 

Readings were taken at completion of drilling efforts and, therefore, an adequate amount of time for 

groundwater level to recharge to static conditions was probably not allowed.  Fluctuations in the ground 

water level may occur due to other factors than those present during field operations.  Perched water 

may be encountered within upper sections of weathered shale. 

 
 
EARTHQUAKE/SEISMIC CONSIDERATIONS 
Site Definition:  For the given site conditions, the most applicable site definition is Site Class C, as 

noted in Table 1615.1.1 of the Building Code of New York State.  This site class is characterized by a 

shear wave velocity of greater than 1,200 and less than or equal to 2,500 feet per second. 
 
Design Acceleration Parameters:  For the project site, the design spectral response acceleration 

parameters (i.e.: SDs and SD1) at 0.2 seconds and one second are 0.23 g and 0.08 g (g = 32.2 

feet/sec2), respectively, for this part of Erie County, New York.  
 
Liquefaction Potential: Based upon the above conditions and an approximate magnitude VI earthquake 

on the Richter Scale, the potential for liquefaction and surface settlement is considered low.   
 
FOUNDATION DESIGN AND CONSTRUCTION RECOMMENDATIONS 
General:  This section will present and discuss recommendations on foundation design and 

construction, placement of controlled fills, and subgrade and base layer requirements for concrete floor 

slabs, paved parking and roadway areas.   
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As shown in Figure No. 2, the proposed project site is expected to be occupied by a multi-story hotel 

and four large retail structures accompanied by an additional 13 smaller single-story, slab-on-grade 

structures.  Based on existing site grades, some cuts and fills will be required to balance the proposed 

building pads. 
     
Detailed design drawings were not provided for this evaluation.  For this report, top of finish first floor for 

each structure is expected to closely mimic existing grade.  The final adjacent exterior grade will most 

likely be at a relative elevation that is one-half foot or lower below finished floor.  Maximum wall loads 

are not expected to exceed ten kips per lineal foot, column loads should not exceed 150 kips, and the 

live floor load is taken as less than 100 pounds per square foot.   
 
Site Preparation and Earthwork:  General site preparation will include the removal of any unsuitable 

surficial material, (i.e., asphalt pavement, concrete, brick, expansive slag, organic topsoil, and 

construction and demolition-like fill), if identified, to a depth where relatively stable and clean fill or 

naturally occurring soils are encountered.   
 
Prior to controlled fill placement, prepared subgrades within the proposed building and asphalt paved 

areas should be proofrolled with a fully loaded ten-wheel dump truck.  All soft and disturbed zones 

identified during proofrolling must be undercut and stabilized with granular fill placed in controlled and 

thoroughly compacted lifts prior to subsequent fill placement above.  Refer to Appendix E entitled 

"General Earthwork Specification" for definition of fill types and gradation, recommended minimum 

compaction requirements for various site developments, and placement and compaction methods.   
 
As shown in Figure No. 2, the proposed development site is currently occupied a bus garagae and 

vacant motel, which are proposed to be demolished.  It is unknown, however, if any additional former 

structures existed on the project site.  If structural remnants, such as foundation, basements, tanks, 

buried construction/demolition material, abandoned utilities, or other appurtenances are encountered 

during site development, it is recommended that these features be properly removed under the 

applicable local and state regulations.  The resulting cavities should be backfilled with granular fill or an 

approved alternate ordinary structural fill that is placed in controlled loose lifts of no more than 12 

inches in thickness and compacted to a minimum 95 percent of the maximum dry density, as 

determined by ASTM D-1557.  
 
Cuts and fills may be necessary to balance the site to design grade.  On-site soils may be difficult to 

compact in a controlled manner considering the varying silt content and moisture sensitive nature of 

these materials.  Caution should be given to re-use of these materials for raising site grades and 

backfilling foundations outside of a summer construction schedule (i.e.: June to September).  
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Excavated or cut soils may require some drying and blending prior to placement as controlled fill.  All 

excavated on site soil or approved imported fills that are utilized for raising site grades must be placed 

in controlled loose lifts of not more than 12 inches in thickness and compacted to at least 92 percent of 

the maximum dry density, as determined by ASTM D-1557. 
 
For the building and heavy duty pavement areas, a geotextile fabric (such as, Mirafi 500X or 600X, 

Amoco 2002 or 2006, or equal) that separates the existing or raised subgrades and the design select 

granular base course layer is recommended.  This approach will stabilize and provide workable site 

conditions with minimal required repairs. 
 
Shallow Foundation:  The recommended foundation type is shallow footings.  For adequate frost 

protection, all exterior footings are recommended to bear at an elevation of at least four feet below the 

design finished exterior grades adjacent to the structure or as required by local code.  All footings 

should either bear directly upon stable natural soil or on a variably thick section of thoroughly 

compacted (minimum of 95 percent of the maximum dry density by ASTM D 1557) select granular fill 

that is placed on approved natural soil.   
 
Foundation bearing surfaces that are soft, or in any manner unacceptable, must be undercut to stable 

natural soil conditions.  Any undercut areas beneath proposed shallow foundations must extend 

laterally beyond each vertically projected edge of the foundation by a minimum distance equal to one-

half the total depth of the undercut or equating to a slope of two vertical to one horizontal.  Side slopes 

of the trench excavation should be one on one (vertical to horizontal distance) or flatter in cohesive soils 

or one on one and one-half or flatter in the granular materials, as required by OSHA.  Undercuts shall 

be backfilled with granular fill that is placed in loose lifts not exceeding 12 inches deep and compacted 

to a minimum 95 percent of maximum dry density as determined by ASTM D1557. 
 
Wall footings should have a minimum two-foot width and column footings, if applicable, should have a 

minimum three-foot width.  Based on the above described conditions, the recommended maximum net 

allowable foundation bearing pressure on natural soil or an engineered fill section extending to an 

approved subgrade is 3,000 pounds per square foot (psf) of bearing area.  All footings are 

recommended to be designed near the same contact pressure.  The recommended maximum net 

allowable foundation bearing pressure is based on generally accepted design methods for cohesionless 

soil conditions.  Based on the provisions of the above recommendations and estimated design 

requirements and utilization of proper construction procedures and experienced field supervision and 

testing personnel, total and differential settlements are estimated to be less than one inch and 3/4's 

inch, respectively.  Refer to the engineering notes and schematics, which are included as Appendix D, 

for additional foundation design and construction details.  
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Additional Foundation Considerations:  In addition to the above, the following recommendations will 

provide additional assurances with regard to proper foundation construction.   

a) All fill placed beneath, adjacent, or above foundations must comply with the "General Earthwork 
Specification", included as Appendix E.   

b) Backfill of foundations with approved select granular fill must be completed prior to placement of 
substantial superstructure loads, except for basement walls or substructure areas that may 
additionally require superstructure loads and possibly internal bracing.   

c) Step footings, if utilized, should have a rise to run ratio of 1:2, with a two-foot maximum rise and 
a four-foot minimum run between steps or as recommended by the design structural engineer.   

d) Water must not be allowed to accumulate or pond on exposed foundation bearing grades. 
Surface water and groundwater from within the excavation must be pumped, diverted, or 
channelized by gravity flow to effectuate the construction of the proposed foundation.     

 
Stabilization of Excavations:  The trench/excavation sidewall stability concerns can be addressed with 

the Occupational Safety and Health Act (OSHA) requirements as set forth in Subpart P of 29 CFR Part 

1926, Sections 1926.650 to 1926.652.  In lieu of a properly designed shoring system, side slopes of the 

trench excavation should be one on one (vertical to horizontal distance) or flatter in cohesive soils or 

one on one and one-half or flatter in the granular materials, as required by OSHA.   
 
Floor Slabs:  Above an approved subgrade, a minimum eight inch select granular fill (i.e., number two 

crusher run stone or equal) layer is recommended as the base course for the concrete floor slab.  The 

floor slab is recommended to be at least four-inches thick and reinforced with wire mesh or plastic 

fibers.  As previously stated, geotextile fabric is recommended at the subgrade/base course interface to 

enhance stability of the pad during construction.  Use of a vapor barrier and the actual thickness and 

reinforcement schedule for the slab is, however, exclusively at the discretion of the design 

architect/engineer.  
 
The subgrade modulus on an eight inch thick compacted base layer (i.e., minimum 95 percent 

compaction) over an approved subgrade (i.e., minimum 92 percent compaction) should not exceed 150 

pounds per cubic inch (pci) with a Poisson Ratio of 0.40.  The floor slab should be isolated from 

foundation elements. 
 

Parking and Roadway Facilities:  The characteristics of surficial silty sand and the known frost 

penetration in western New York requires that specific attention be provided to the design and 

construction of paved roadway and parking areas.   
 
It is recommended that the subgrade surface is adequately graded and/or underdrains are installed to 

prevent water accumulation.  Above the approved subgrade surface, a minimum eight-inch thick select 

granular layer is recommended as the base course for lightly traveled roadway and parking areas 
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(standard duty section).  Geotextile filter and strength fabric and a minimum 12-inch thick base course 

are recommended for all truck routes and heavily traveled roadways (heavy duty section).  
 
The thickness of top and binder course layers should be determined in accordance with AASHTO 

methods.  The minimum recommended asphalt thicknesses for heavy duty section and standard duty  

section is four inches and three inches, respectively.  The top and binder course layers are 

recommended to be designed and constructed in accordance with New York State Department of 

Transportation Standard Specification.   
 
Limitations, Field Inspections and Monitoring:  This report is based on the preliminary information that is 

provided by project representatives and the subsurface conditions that were encountered at the test 

boring locations.  As detailed in Appendix F “Limitations”, modification regarding proposed 

building/structure locations and other site developments can result in changes to provided 

recommendations.  It is recommended that the geotechnical engineer be provided the opportunity to 

generally review the final detailed design and contract specifications.  Required earthwork and 

foundation construction should be done under the supervision of experienced construction personnel 

and in a manner consistent with proven methods.  All site work should be carefully monitored and 

tested by experienced geotechnical personnel to assure compliance with earthwork and foundation 

construction specifications.  
 
Thank you for the opportunity to assist on this project.  If questions should arise, please call the 

undersigned at your earliest convenience.   
 
Very truly yours, 
BARRON & ASSOCIATES, INC. 
 and 
BUFFALO DRILLING COMPANY, INC. 
 
 
 
 
James S. Barron, P.E. 
President/Geotechnical Engineer 
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Barron & Associates, P.C. 
GENERAL EARTHWORK SPECIFICATION 

 
PART 1  GENERAL 
 
1.1 SITE AND SUBSURFACE CONDITIONS 
 
1.1.1 Overview 
 

This specification is included as a courtesy to the clients of Barron & Associates, P.C, and addresses earthwork site 
preparation.  Additions and modifications are necessary to create a job-specific specification. This specification 
may serve as a basis for the development for a technical specification under Division 2, Site Work. 

 
1.1.2 Site Conditions 
 

The site-specific conditions are described under separate cover or may be available from the OWNER. 
 
1.1.3 Subsurface Conditions  
 

The site-specific subsurface conditions are described under separate cover or may be available from the  
OWNER. 

 
1.2 REFERENCES 

 
American Standard for Testing and Measurement (ASTM): 
 

  ASTM C136 Method for Sieve Analysis of Fine and Coarse Aggregates 

  ASTM C2922 Density for Soil and Soil-Aggregate in Place by Nuclear Methods 

  ASTM D422 Test Method for Particle-Size Analysis of Soils 

ASTM D1140 Amount of Material in Soils Finer Than the No. 200 Sieve 

ASTM D1557 Laboratory Compaction Characteristics of Soil Using Modified Effort (56,000 ft-lb/ft3) 

ASTM D2216 Test Method for Laboratory Determination of Water (Moisture) Content of Soil and Rock 

ASTM D2487 1990 Classification of Soils for Engineering Purposes 

ASTM D4318 Test Method for Liquid Limit, Plastic Limit, and Plasticity Index of Soils. 

 
1.3 DEFINITIONS  
 
1.3.1 Unacceptable Material 
 

Soil material containing debris, wood, scrap material, vegetation, refuse, soft unsound particles, and other organic, 
frozen, deleterious, or objectionable materials.  Contaminated soils shall be properly documented and removed or 
remediated on site.  If necessary, remediation procedure will be defined by the OWNER. 

 
1.3.2 Unsuitable Material 
 

Brown, organic topsoil and underlying soft pockets of organic silt or wet, reworked silty clay. 
 
1.3.3 Ordinary Fill 
 

Friable soil containing no stone greater than two-thirds loose lift thickness and no unacceptable or unsuitable 
materials.  In general, existing random fill is expected to be acceptable for reuse as ordinary fill given proper 
sorting, blending, drying, and controlled placement methods. 
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GENERAL EARTHWORK SPECIFICATION 
 

 
1.3.4 Granular Fill 
 

Ordinary fill meeting the designation of ASTM D2487 classification of GW with a maximum of 10 percent by 
weight passing ASTM D1140, No. 200 sieve. 

 
1.3.5 Select Granular Fill 
 

Clean, uncoated soil which contains no unacceptable materials and conforms to the gradation requirements defined 
in Table A:  Select Granular Fill. 
 

Table A: Select Granular Fill 
Sieve Size Percent Finer by Weight 

2/3 of the loose lift thickness 100 

No. 10 30 - 95 

No. 40 10 - 70 

No. 200 0 - 15 

 
1.3.6 Sand and Gravel 
 

Clean, hard, durable, uncoated particle of sand and gravel, free from lumps of clay, containing no unacceptable 
matter, and conforming to gradation requirements of Table B : Sand and Gravel 
 

Table B: Sand and Gravel 

Sieve Percent Finer by Weight 

* 100 

No. 4 50 - 85 

No. 10 -- 

No. 40 10 - 35 

No. 100 -- 

No. 200 0 - 8 
* Job-Specific.  To be determined by the ENGINEER 

 
1.3.7 Crushed Stone 

 
Clean, durable, sharp-angled fragments of rock or crushed gravel stone of uniform quality, containing no 
unacceptable matter, free from coatings, and conforming to gradation requirements of Table C: Crushed Stone 
 

Table C: Crushed Stone 

Percent Passing 

Sieve Size ¾-inch Stone 1 ¼-inch Stone 

1 ½-inch __ 100 

1 ¼-inch __ 85-100 

1- inch 100 __ 

¾-inch 90-100 10-40 

5/8-inch __ __ 

½-inch 10-50 0-8 

3/8-inch 0-20 __ 

#4 0-5 __ 
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1.3.8 Flowable Fill 
 

Also known as Controlled Low Strength Material – Controlled Density Fill (CLSM-CDF), this material is available 
under a variety of producer names (e.g., K-Krete©, M-Crete, Flash Fill©, Flowable Mortar, Unshrinkable Fill, 
etc.).  This non-settling backfill mixture is most commonly used for its flowable characteristics, its support strength 
under traffic loads, and its removability at a later date.  The material may be produced on-site or off-site.  In either 
case, the producer of such materials and the product must meet certain certification criteria.  Such information is 
beyond the scope of this specification and will be considered on a site-specific basis. 
 
Flowable fill may be acceptable for use as a backfill for utility trenches of other low-lying areas which require a 
compacted granular fill.  Its use and warranty of performance is left to the CONTRACTOR in such applications. 
 
The use of flowable fill under load-bearing structural components in place of properly placed and compacted 
granular fill is NOT common and is questionable.  The localized use of such material may have profound affects on 
the performance of a foundation system.  Site-specific conditions and the extent of anticipated use of flowable fill 
must be examined by  geotechnical engineer.  Cost of such consultation shall be borne by the CONTRACTOR 
unless specifically directed by the OWNER to seek such consultation.  Without such consultation, warranty of 
performance for such use is left to the CONTRACTOR. 

 
1.4 SUBMITTALS 
 

The following submittals shall be provided in accordance with approved submittals procedures. 
 
1. Fill Source:  Provide name and source locations of fill material. 
 
2. Field Test Reports:  Field tests will be performed by OWNER’s Representative as needed.  

CONTRACTOR may be required to perform such tests on proposed off-site fill materials. 
a. Fill material grain size analyses per ASTM C136, D422, D1140, D2487 
b. Moisture/Density test results per ASTM D2216 
c. Liquid limit, plastic limit, and plasticity index per ASTM D4318 
d. Compaction/Density test results per ASTM C2922 and D1557 

 
3. Sample: Geotextile fabric 
 

 
PART 2  PRODUCTS 
 
 Geotextile Fabric:  Mirafi 600X or equal. (Also referred to as synthetic fabric). 
 
 
PART 3  EXECUTION 
 
3.1 PROTECTION 
 
3.1.1 General 
 

Manner of excavation shall minimize disturbance of underlying natural ground.  If deemed necessary by the 
Engineer, alter construction procedures to reduce subgrade disturbance.  Excavate areas which have been 
excessively disturbed to firm ground and backfill with properly compacted granular fill. 

 
3.1.2 Roads and Walks 
 

Keep roads and walks free of dirt and debris at all times.  
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3.1.3 Trees, Shrubs, and Existing Facilities 
 

Protect from any damage all vegetation and facilities identified to remain. 
 
3.1.4 Utility Lines 
 

Locate all utilities within the area of disturbance prior to the start of work.  Show locations on initial plans.  Protect 
utility lines from damage.  Notify the ENGINEER immediately of damage to or an encounter with an unknown 
utility. Damage to utility lines are to be repaired by the CONTRACTOR at no additional cost.  The 
CONTRACTOR shall have underground utility owners stake out utility locations prior to the start of clearing and 
excavation operations. 

 
3.2 VERIFICATION OF CONDITIONS/PROOF-ROLLING 
 

Prior to placement of the initial layer of fill over the natural ground, proof-roll the exposed natural ground above 
the groundwater table elevation by making two passes with a fully-loaded ten-wheel truck.  Excavate unstable 
areas detected by this process and replace with compacted granular fill. 

 
3.3 PREPARATION 
 
3.3.1 Surface Preparation 
 

Within the site limits indicated on the drawings, excavate all unsuitable material to firm natural ground in the 
manner specified herein.  Follow a construction procedure which permits visual identification of firm natural 
ground.  In the even that groundwater is encountered, the ENGINEER  may require that the size of the open 
excavation be limited to that which can be handled by open pumping to allow visual inspection of the excavation 
bottom and the performance of backfill operations to be conducted in a dry state. 
 
Excavation of unsuitable material shall be limited to the greater of the following: 
• A distance of 5 feet beyond building lines or 
• The area defined by a one-horizontal to one-vertical line sloping down from the outside bottom edge of 

exterior footings to firm natural ground. 
 
3.4 PLACEMENT AND COMPACTION 
 
3.4.1 General 

 
Place fill in accordance with Table D: Compaction Alternatives. These alternatives are provided as minimum 

compaction 
standards only and in no way relieve the CONTRACTOR of his obligation to achieve any specified degree of   
compaction by whatever means may be necessary. 
 
Grade to provide positive drainage and a smooth surface which will readily shed water.  To the extent practicable, 
compact each layer to the specified density on the same day placed.  Place fill in horizontal layers.  Where 
horizontal layers meet a natural slope, key layer into slope by cutting a bench. 
 
Fill that is too wet for proper compaction:  Disc, harrow, or otherwise dry to proper moisture content for 
compaction to the required density. 
 
Fill that is too dry for proper compaction: Uniformly apply water over the surface of the loose layer in sufficient 
quantity to allow compaction to the required density. 
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Table D: Compaction Alternatives 

Maximum Loose Lift 
 Thickness (inches) 

Maximum Number 
 of Passes 

Compaction 
Method 

Max. 
Stone 
Size 

Below 
Structure 

and 
Pavements 

Less 
Critical 
Areas 

Below  
Structure 

and 
Pavements 

Less 
Critical 
Areas 

Hand operated vibratory plate of light roller in confined 
areas 3 4 4 4 4 

Hand operated vibratory drum rollers weighing at least 
1,000 pounds in confined areas 4 6 8 4 4 

Loaded 10-wheel truck or D-8 crawler 6 10 12 4 2 

Light vibratory drum roller; 
Min. weight at drum 8,000lbs; 
Min. dynamic force 10,000lbs. 

8 12 12 6 2 

Minimum vibratory drum; 
Min. weight at drum 10,000lbs; 
Min. dynamic force 20,000lbs. 

8 18 18 6 4 

 
3.4.2 Dewatering 
 

Provide adequate pumping and drainage facilities to keep excavated areas sufficiently dry of groundwater and 
surface run-off.  Dewatering shall avoid adversely affection construction procedures or causing excessive 
disturbance of underlying natural ground.  Drain all pumped water in such a manner as to avoid damage to adjacent 
property. 
 
If requested by the ENGINEER, place a 6-inch to 12-inch layer of sand and gravel or crushed stone over the 
natural underlying soil to stabilize area which have been disturbed due to groundwater seepage pressures and to 
expedite dewatering operations.  Particular attention shall be given areas under proposed foundations.  

 
3.5 FIELD QUALITY CONTROL 
 
3.5.1 Compaction Requirements 
 

Allow the ENGINEER sufficient time to make necessary observations and tests.  Base the degree of compaction on 
maximum dry density as determined by ASTM D1557.  The minimum degree of compaction for placed fill shall be 
as indicated in Table E: Compaction Requirements. 
 

Table E: Compaction Requirements 

Area Minimum Degree of 
Compaction (%) 

Below foundation 95 

Pavement and building subbase and base courses 95 

Below building slab base course and above bottom of foundation 92 

Below pavement subbase and base courses 90 

Trench backfill outside of building 90 

Trench backfill inside of building Refer to one of the above-
listed categories 

Ordinary fill within 5 feet of grade 90 

Vegetated areas below 5 feet of grade 85 

 
3.5.2 Testing 
 

Site work should be monitored and tested by geotechnical ENGINEER or his representative and in accordance with 
requirements of the design team to assure compliance with earthwork and foundation construction specifications. 



EW_Bend1    10/26/2001 6

Barron & Associates, P.C. 
GENERAL EARTHWORK SPECIFICATION 

 
The owner will retain a geotechnical ENGINEER or his representative to perform on-site observations and testing 
during this phase of construction operations.  The geotechnical ENGINEER or his representative will: 
• Observe excavation and dewatering of building and controlled fill areas; 
• Observe backfill and compaction within building and controlled fill areas; 
• Laboratory test and analyze fill material; and 
• Observe construction – and performing water content, gradation, and compaction tests. 
 
On a timely basis, the CONTRACTOR will receive copies of test results submitted to the OWNER.  
In addition, during construction the geotechnical ENGINEER will advise the OWNER and 
CONTRACTOR in writing of conditions which fail to conform to the Contract Documents.  The 
CONTRACTOR shall take immediate action to remedy indicated deficiencies. 
 
The geotechnical ENGINEER or his representative will not supervise or direct the actual work of the 
CONTRACTOR or employees and representatives of the CONTRACTOR.  The presence of, 
observations by, and testing performed by the geotechnical ENGINEER or his representatives shall 
not excuse the CONTRACTOR from defects discovered in the work. 






